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Objectives

o Instead of leaving with a defined list of new knowledge and
skills, we hope that this class will facilitate discussion
about

@ Issues commonly found in the fiejd and how to handle them

2 Usefu] modification solutions that have been approved

2 Unigue problems and creative solutions that meet the Code

© Gray area situations that we have encountered and how that
State Fire Marshal would have us handle them

¢ Issues of firefighter and civilian safety that may or may notbe
addressed in the Code

Why do we inspect
apartments?

o The CT General Statutes tell us we “shall”
¢ High risk occupancy
o Qver 101,000 fires each year resultingin an estimated 395
deaths, 4,250 ipjuries, and 1.2 billion in property loss
2 Multi-family residential fire account for 28% ef all residential
building fires
¢ People who are at higher risk for fire may be move Hiely to
live in an apariment
© Apartments may be part of a mixed use bujlding
¢ Higher occupancy numbers mean that one fire could affect
more peopie




What Codes should we be
using?

o Connecticut Fire and Life Safety Code
& Part [V chapter 31

¢ Connecticut Fire Prevention Code

2 Ipternational Building Code and other ICC codes
2 As adopted and applicable

¢ Local Ordinances ard Zoning Regulations
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Whatis it?

How do we define “Apartments” and how do we decide what to
inspect?
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Exits

Can people get out?
Can the fire department get in?
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Signage

Stairs?

Headroom, winders, and treads oh my!
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Corridors

& Door questions

& Fire rated?

¢ Corridor vs. stairs
¢ Suspended ceilings




Solid-Core Doors?
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Protection from hazards and
compartmentalization

Does it have to be a fire wall?
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Break
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Basements and storage

Fire rating vs. limited area sprinlder protection

Fire alarms?

Where are they required?
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Utility Concerns
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Utilities done well
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Access?

If it catches on fire, will the fire deparimentbe able to get there to
putit out?

2 Lew hanging wires
& Driveway incline?

& Space between
buildings?
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Porches

What does 50% open look iike?
Storage upderneath?

What does 50% open look like on
a porch?
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Problem
Porches

Questions/Comments

What have you seen?
What has worked for yon?

Instructor Contact Info
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hpr. 11,

2004 17 12AM _ Ne. 6108 P,

State of Connecticut, Department of Public Safafy Date of Inzpection:
. Division of Fire, Emergency & Building 8ervices Building Number;

Office of State Fire Marshal Case Number:

APARTMENT OCCUPANCY FIRE CODE INSPECTION R_EPORT

Property Name: Owner:

Address; , © Phone Number:

OCCUPANCY !
Change from Last inspection: Yes 0 NeO

Oocupant Load: ‘ Egress Capacity: Any Renovations, Yes O NoO
High Rise YesO NoO Windowless: YesO No[ Underground: YesD NeO
BUILDING SERVICES

Electrioity 3 CGasD Waler O OtherO  Are Utiitlos In Good Working Order: Yes 3 NoO
Elevators: Yes (] N6 0 Fire Service Controk: YesO NoD - Elovator Recall Yes &1 Noll
Heal Type: GasD OHD ElaclicD Coall Other i Good Working Order: Yes(l Noll
Emergency Generater: Yes () Na (O Size: Last Date Tested,

Date. of Last Full Load Test In Automatlc Position: Yesd Nod

. EMERGENCY LI IGHTS {if Roquired or lnstaﬂezi}

Operable; Yes () No[ Tested Monthly: YesD No'D Tested Annually; Yes{l NeD

Properly liuminate Egrass Paths (ncluding Exit Discharge): Yes D Nc a
In Good Condition: Yes(l Nel

EXIT SIGNS (if Required or ln tatled)
Niuminated: Intemally 1 Extemnally 0 Emaergency Power: Yes [ No D
Readily Visible: Yes[l NoD

FIRE ALARM (If Required or Installed)
Ya_s 0 NoQ Locationof Panel: In Norma! Condition: Yes{d No O

Coverape: Bullding 0 Partisl 0 Location of Annunclater:
Monitored: Yesl Noi: Method;

Type of Initiation Devices: Smoke D Heat 1 ManuaE 0 Water Flow Special Sys{ems a
Dale of Last Test: - : Date of Last !nspectmn

Notification Sign;al Adsquate: YesT Noll Fire Dapariment Notlfication: YesO No O
Singla Statlon Room Smoke Delectors: Yes O NoO  Power Source: |

FIRE EXTINGUISHERS

. Proper Type of Hazard Protecling: Yées No O Mounled Properly: YesO NoO

.Deate of Last Inspection: | Adequate Number: Yestl NoO

FIRE PROTECTION SYSTEMS (if Required or Installed)

Type: Sprinkler O (13 or 13R) Standplpe O Water Spray D Foarn () Dry Chemical O

Woet Chemical 0 Other O

Coverage: Building ¢ Parflal Dais of Last Inspection;

2




Apr 11 2014 1 124M No. 108 P 3

. Cyiinder of Gauge Pressure sy, 1 p3| 2 pSi 3 pu! 4 ps: 5 psi, |
" Valves Superwsed Elemncam Lock O SealD OtherD Are Valves Accassible YesD No [

System Operational: Yes{l No[l Sprinkier Heads 16 fmm Storage: Yes[1 No O

Fire Pump: YesD MNol GPM: Suction Pressure: System Pressurs:
Date Last Tesied: ) Date of Last Flow Test:
in Automatlc Posltion: YesO NoO . Jockey Pump: YesD Na D

FIRE RESISTIVE {(FR) CONSTRUCTION INTEGRITY
Stalrway: Yes{ Noll

Coidors: Yes( Notll

Elevator Shaft; YesO No

Floor-Ceiling Assemblies: YesTO NoO

All Openings Protected in FR Walls and Floor-Ceiling Assernblies: YesD No D

HAZARDOUS AREAS
Prolected by: Firs-Raled Separation D Extinguishing System ] Both U

Door Self-Closures: YosO Mo 0 Fire Extinguishers Provided in Hazardous Aress: Yes 3 No ([l

HOUSEKEEPING
Areas Free of Excessive Combustibles: YesOd Neo o

INTERIOR FINISH
Walls and Cellings Proper Rating: Yes{l1 No O Floor Flnish Proper Rating: Yes O Mo O

MEANS OF EQRESS
Readily Visible: YesO No [ Cloar and Unobstructed: Yes O No(

Two Remote Exits Available: YesO No O Travel Distanca within Limits: Yes D MNoD
Common Path of Travel within Limits: Yes D Ne {1 Dead-Ends withia Limits: YesO NoO
50% Maximum through Level of Exit Discharge: Yea D NolU |

Adequate Hluminalion: Yes 3 NeO

All Exit Enclosures Frae of Storage: YesD No[]

Door Swing in the Direction of Egress Travel (when required): YesO NoO |
Panig/Fire Exit Hardware Operable: Yes NoO

Doors Open Easiiy.: YesO NoO Self-Closures Operable: Yes O NoD

Doors Closed or Held Open With Autornatic Closures: Yesl No QO

Corridors and Aisles of .Sufﬁcianl 8ize: Yes NoD

Stairwell Re-Entry: Yes O No(J

Mezzanines: Yes[ No[(l ProperExits: Yesd NoO
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Second Means of Escape Provided: Yes O No @ Window 5.7 sq. ft." (20"W x 24"H) Yes D No O
VERTICAL OPENINGS .

Propen;; Protected: YesO No D Atrium:YesO NoO Properly Protecied; YesO No O
Firsplaces: Yes O No O Properly Installed: Yes O No O

Are Fire Doors in Good Working Order: Yes 0 No O

OPERATING FEATURES - .
Emergency Instructions Provided fo Qcoupants Yeary: Yas 1 No )
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VIOLATION SUMMARY

iRy DESCRIPTION OF VIOLATION
A
SUBMITTED BY: : __ APPROVED BY:

DATE: : DATE:



